GENERAL NOTES:

A. WORK INCLUDES PATHWAYS FOR SIGNAL CABLING ON BASEMENT FLOOR ONLY.
COORDINATE PATHWAY LOCATION WITH MECHANICAL SYSTEMS AND RELATED
ELECTRICAL WORK TO AVOID CONFLICTS.

B. BOND METALLIC CONDUITS AND PATHWAYS TOGETHER WITH #6 GREEN INSULATED
BONDING CONDUCTOR. TELECOMMUNICATIONS MAIN GROUNDING BUSBAR AND
CONNECTION TO ELECTRICAL SERVICE GROUND ELECTRODE SYSTEM TO BE
PROVIDED UNDER PHASE 2.
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LOC2 CENTRAL PLANT
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N 1. EXISTING 4’ CONDUITS WITH CAMPUS BACKBONE TO BLDG. 67 AND T123
‘M2’ INSTALLED BY UTILITY PROJECT.
N e
./ 2. EXISTING 3/4" PLYWOOD ON ALL WALLS INSTALLED BY UTILITY PROJECT.
(14 3. EXISTING EQUIPMENT RACK WITH OPTICAL FIBER TERMINATIONS INSTALLED BY
W UTILITY PROJECT.
o UTILITY ELECTRICAL 4. EXISTING CABLE TRAY INSTALLED BY UTILITY PROJECT.
" 5. PROVIDE NEW UL LISTED CABLE TRAY TO MATCH EXISTING AND INSTALL AS
01 L04 SHOWN.
6. PROVIDE WALL SUPPORT ANGLE KIT AND FASTEN CABLE TRAY TO WALL.
7. (4) 4" CONDUIT SLEEVES WITH BUSHINGS WITH BONDING CONDUCTOR LUGS ON
BOTH ENDS. BOND SLEEVES TO CABLE TRAYS ON BOTH SIDES OF WALL.
8. EXPOSED 12 WIDE, 4" DEEP WIRE MESH CABLE TRAY SYSTEM WITH BOTTOM
INSERT AND CABLE TRAY COVERS. INSTALL WITH MANUFACTURER'S HARDWARE
- - i @ ONLY.
9. (4) 4” CONDUIT SLEEVES WITH BUSHINGS WITH BONDING CONDUCTOR LUGS ON
1 BOTH ENDS. BOND SLEEVES TO CABLE TRAYS. LOCATE TO ALIGN WITH
Ul SLEEVES THROUGH FLOOR ABOVE PROVIDED BY FUTURE AUTHORIZATION.
10. FURNISH AND INSTALL 2" CONDUIT WITH BUSHINGS FOR HORIZONTAL CABLING.
VACANT CORRIDOR PAINT CONDUITS AND SUPPORTS TO MATCH CEILING. BOND TO CABLE TRAY.
—_—_—— O
GOLA o CGe 11. 6X6"X4" JUNCTION BOX FOR HORIZONTAL CABLING. PAINT BOX, COVER AND
e SUPPORTS TO MATCH CEILING. COORDINATE LOCATION WITH ELECTRICAL AND
Al MECHANICAL WORK.
o o L) 12. PROVIDE PATHWAY AND OUTLET BOX FOR WALL—MOUNT PHONE OUTLET.
@ I = FEC CABLING AND FACE PLATE PROVIDED BY FUTURE AUTHORIZATION. TYPICAL OF 3
\ =] 1] @ LOCATIONS.
L - — — ‘ , = N ]
] i \@ 13. PROVIDE PATHWAY AND OUTLET BOX FOR NETWORK CONNECTMITY OF DDC
? CONTROLLER.  COORDINATE BOX LOCATION WITH CONTROLLER INSTALLATION.
7 CABLING, JACKS AND FACE PLATE PROVIDED BY FUTURE AUTHORIZATION.
,/@ 1 @/ﬂ 14, PROVIDE PATHWAY AND OUTLET BOX FOR NETWORK CONNECTMITY OF DDC WORK
TH= VACANT STATION COMPUTER. CABLING, JACKS AND FACE PLATE PROVIDED BY FUTURE
= O _VIANT RN T
AUTHORIZATION.
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